SECTION 502 DEFINITIONS
FIRE APPARATUS ACCESS ROAD. A road that provides fire apparatus access from a fire station to a facility, building or portion thereof. This is a general term inclusive of all other terms such as fire lane, Public Street, Private Street, parking lot lane and access roadway.
FIRE LANE. A road or other passageway developed to allow the passage of fire apparatus. A fire lane is not necessarily intended for vehicular traffic other than fire apparatus.

SECTION 503 FIRE APPARATUS ACCESS ROADS
503.1 Where required. Fire apparatus access roads shall be provided and maintained in accordance with Sections 503.1.1 through 503.1.3.
503.1.1 Buildings and facilities. Approved fire apparatus access roads shall be provided for every facility, building or portion of a building hereafter constructed or moved into or within the jurisdiction. The fire apparatus access road shall comply with the requirements of this section and shall extend to within 150 feet (200 if sprinkler-ed) of all portions of the facility and all portions of the exterior walls of the first story of the building as measured by an approved route around the exterior of the building or facility.
Exception: The fire code official is authorized to increase the dimension of 150 feet (45 720 mm) where:
1. The building is equipped throughout with an approved automatic sprinkler system installed in accordance with Section 903.3.1.1, 903.3.1.2 or 903.3.1.3.
2. Fire apparatus access roads cannot be installed because of location on property, topography, waterways, non-negotiable grades or other similar conditions, and an approved alternative means of fire protection is provided.
3. There are not more than two Group R-3 or Group U occupancies.
503.1.2 Additional access. The fire code official is authorized to require more than one fire apparatus access road based on the potential for impairment of a single road by vehicle congestion, condition of terrain, climatic conditions or other factors that could limit access.
503.1.3 High-piled storage. Fire department vehicle access to buildings used for high-piled combustible storage shall comply with the applicable provisions of Chapter 23.
503.2 Specifications. Fire apparatus access roads shall be installed and arranged in accordance with Sections 503.2.1 through 503.2.7.
503.2.1 Dimensions. Fire apparatus access roads shall have an unobstructed width of not less than 20 feet (6096 mm), except for approved security gates in accordance with Section 503.6, and an unobstructed vertical clearance of not less than 13 feet 6 inches (4115 mm).
503.2.2 Authority. The fire code official shall have the authority to require an increase in the minimum access widths where they are inadequate for fire or rescue operations.
503.2.3 Surface. Fire apparatus access roads shall be designed and maintained to support the imposed loads of fire apparatus and shall be surfaced so as to provide all-weather driving capabilities.
D102.1 Access and loading. Facilities, buildings or portions of buildings hereafter constructed shall be accessible to fire department apparatus byway of an approved fire apparatus access road with an asphalt, concrete or other approved driving surface capable of supporting the imposed load of fire apparatus weighing at least 75,000 pounds (34 050 kg).
503.6 Security gates. The installation of security gates across a fire apparatus access road shall be approved by the fire chief. Where security gates are installed, they shall have an approved means of emergency operation. The security gates and the emergency operation shall be maintained operational at all times.
SECTION D103 MINIMUM SPECIFICATIONS

D103.2 Grade. Fire apparatus access roads shall not exceed 10 percent in grade. Exception: Grades steeper than 10 percent as approved by the fire chief.

D103.3 Turning radius. The minimum turning radius shall be determined by the fire code official.

D103.4 Dead ends. Dead-end fire apparatus access roads in excess of 150 feet (200 feet if sprinkler-\textsuperscript{ed}) shall be provided with width and turnaround provisions in accordance with Table D103.4.

TABLE D103.4

<table>
<thead>
<tr>
<th>REQUIREMENTS FOR DEAD-END FIRE APPARATUS ACCESS ROADS</th>
</tr>
</thead>
<tbody>
<tr>
<td>LENGTH (feet)</td>
</tr>
<tr>
<td>----------------</td>
</tr>
<tr>
<td>0-150</td>
</tr>
<tr>
<td>150-500</td>
</tr>
<tr>
<td>501-750</td>
</tr>
<tr>
<td>Over 750</td>
</tr>
</tbody>
</table>

For SI: 1 foot = 304.8 mm

D103.5 Fire apparatus access road gates. Gates securing the fire apparatus access roads shall comply with all of the following criteria:

1. The minimum gate width shall be 20 feet (6096 mm).
2. Gates shall be of the swinging or sliding type.
3. Construction of gates shall be of materials that allow manual operation by one person.
4. Gate components shall be maintained in an operative condition at all times and replaced or repaired when defective.
5. Electric gates shall be equipped with a means of opening the gate by fire department personnel for emergency access. Emergency opening devices shall be approved by the fire code official.
6. Manual opening gates shall not be locked with a padlock or chain and padlock unless they are capable of being opened by means of forcible entry tools.
7. Locking device specifications shall be submitted for approval by the fire code official.

SECTION D104 COMMERCIAL AND INDUSTRIAL DEVELOPMENTS

D104.1 Buildings exceeding three stories or 30 feet in height. Buildings or facilities exceeding 30 feet (9144 mm) or three stories in height shall have at least three means of fire apparatus access for each structure.

D104.2 Buildings exceeding 62,000 square feet in area. Buildings or facilities having a gross building area of more than 62,000 square feet (5760 m\textsuperscript{2}) shall be provided with two separate and approved fire apparatus access roads. Exception: Projects having a gross building area of up to 124,000 square feet (11 520 m\textsuperscript{2}) that have a single approved fire apparatus access road when all buildings are equipped throughout with approved automatic sprinkler systems.

D104.3 Remoteness. Where two access roads are required, they shall be placed a distance apart equal to not less than one half of the length of the maximum overall diagonal dimension of the property or area to be served, measured in a straight line between accesses.

SECTION D105 AERIAL FIRE APPARATUS ACCESS ROADS

D105.1 Where required. Buildings or portions of buildings or facilities exceeding 30 feet (9144 mm) in height above the lowest level of fire department vehicle access shall be provided with approved fire apparatus access roads capable of accommodating fire department aerial apparatus. Overhead utility and power lines shall not be located within the aerial fire apparatus access roadway.
D105.2 *Width.* Fire apparatus access roads shall have a minimum unobstructed width of 26 feet (7925 mm) in the immediate vicinity of any building or portion of building more than 30 feet (9144 mm) in height.

D105.3 *Proximity to building.* At least one of the required access routes meeting this condition shall be located within a minimum of 15 feet (4572 mm) and a maximum of 30 feet (9144 mm) from the building, and shall be positioned parallel to one entire side of the building. **SECTION D106**

**MULTIPLE-FAMILY RESIDENTIAL DEVELOPMENTS**

**D106.1 Projects having more than 100 dwelling units.** Multiple-family residential projects having more than 100 dwelling units shall be equipped throughout with two separate and approved fire apparatus access roads.

**Exception:** Projects having up to 200 dwelling units may have a single approved fire apparatus access road when all buildings, including nonresidential occupancies, are equipped throughout with approved automatic sprinkler systems installed in accordance with Section 903.3.1.1 or 903.3.1.2 of the International Fire Code.

**D106.2 Projects having more than 200 dwelling units.** Multiple-family residential projects having more than 200 dwelling units shall be provided with two separate and approved fire apparatus access roads regardless of whether they are equipped with an approved automatic sprinkler system.

**SECTION D107**

**D107.1 One- or two-family dwelling residential developments.**

Developments of one- or two-family dwellings where the number of dwelling units exceeds 30 shall be provided with separate and approved fire apparatus access roads, and shall meet the requirements of Section D104.3.

**Exceptions:**

1. Where there are 30 or fewer dwelling units on a single public or private access way and all dwelling units are protected by approved residential sprinkler systems, access from two directions shall not be required.

2. The number of dwelling units on a single fire apparatus access road shall not be increased unless fire apparatus access roads will connect with future development, as determined by the fire code official.

**TABLE D103.1 REQUIREMENTS FOR DEAD-END FIRE APPARATUS ACCESS ROADS TURNAROUNDS**

D103.1 *Access road width with a hydrant.* Where a fire hydrant is located on a fire apparatus access road, the minimum road width shall be 26 feet (7925 mm). See Figure D103.1
NON-ACCEPTABLE HYDRANT COVERAGE

Acceptable Fire Hydrant coverage

REMOTE NURSING STATION

150' max Hydrant lead out from looped water main

Fire Sprinkler Service (if any) tapped separately from a looped water main

Domestic water tapped separately from looped water main

ACCEPTABLE HYDRANT COVERAGE

Acceptable Fire Hydrant coverage

REMOTE NURSING STATION

2 hydrants within 300' of building and full building coverage

150' max Hydrant lead out from looped water main

Fire Sprinkler Service (if any) tapped separately from a looped water main

Domestic water tapped separately from looped water main
2009 IFC Appendix C - Table C105.1

Fire Hydrant Locations and Distribution for newly constructed buildings
(10% variance is permitted in areas using existing hydrants - if authorized by fire chief C105.1)

<table>
<thead>
<tr>
<th>Fire Flow Requirement (gpm)</th>
<th>Min # of Hydrants</th>
<th>Max Average Spacing between Hydrants (feet)(^{a,b,c}) (see figure C105.1 (1))</th>
<th>Max dist from any point on street or road frontage to a hydrant (^d) (see figure C105.1 (2&amp;3))</th>
</tr>
</thead>
<tbody>
<tr>
<td>1750 or less</td>
<td>1</td>
<td>500</td>
<td>250</td>
</tr>
<tr>
<td>2000-2250</td>
<td>2</td>
<td>450</td>
<td>225</td>
</tr>
<tr>
<td>2500</td>
<td>3</td>
<td>450</td>
<td>225</td>
</tr>
<tr>
<td>3000</td>
<td>3</td>
<td>400</td>
<td>225</td>
</tr>
<tr>
<td>3500-4000</td>
<td>4</td>
<td>350</td>
<td>210</td>
</tr>
<tr>
<td>4500-5000</td>
<td>5</td>
<td>300</td>
<td>180</td>
</tr>
<tr>
<td>5500</td>
<td>6</td>
<td>300</td>
<td>180</td>
</tr>
<tr>
<td>6000</td>
<td>6</td>
<td>250</td>
<td>150</td>
</tr>
<tr>
<td>6500-7000</td>
<td>7</td>
<td>250</td>
<td>150</td>
</tr>
<tr>
<td>7500 or more</td>
<td>8 or more(^e)</td>
<td>200</td>
<td>120</td>
</tr>
</tbody>
</table>

\(^a\) reduce by 100 feet for dead end streets or roads
\(^b\) applies to public rights of way see table
\(^c\) applies to public rights of way see table
\(^d\) reduce by 50 feet for dead end streets or roads
\(^e\) One hydrant for each 1,000 gpm or fraction thereof.